Scope:
This policy covers the Fire Code requirements for luminous path markings in high-rise buildings. This includes the requirements for newly constructed high-rise buildings and existing buildings.

New Construction:
All newly constructed high-rise buildings (Group A, B, E, I-1, M or R-1 occupancies) shall have luminous egress path markings installed in accordance with the 2018 Phoenix Fire Code Section 1025. This will be a condition of the issuance of a final Certificate of Occupancy by the Planning and Development Department.

Existing Buildings:
All existing high-rise buildings (Group A, B, E, I-1, M or R-1 occupancies) shall have luminous egress path markings installed in accordance with the 2018 International Fire Code Section 1104.25. This requirement is retroactive and therefore compliance shall be completed by January 1, 2022. A permit is required for this installation from the Planning and Development Department.

The following illustrations reference the 2012 PFC. The requirements are the same in the 2018. They will be updated to the 2018 PFC.